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The informat ion provided is based on data and knowledge considered to be t rue and accurate and is offered for the users'
considerat ion, invest igat ion and verif icat ion, but  we do not  warrant  the results to be obtained.  Please read all data sheets,
statements, recommendat ions  or suggest ions in conjunct ion with our condit ions of sale, which apply to all goods supplied by us.

(NOT TO SCALE)

PIPEAPPLY  A  6" PIECE OF VAPORGUARD
TAPE ONTO PIPE LEAVING RELEASE

 LINER ON THE BUTYL

INSTALL RG-2400 LT
AND SMOOTH WITH ACCUTROWEL

UP TO RELEASE LINER

INSULATION LAYER ONE

1" WIDE ELASTOMERIC INSULATION

INSULATION LAYER TWO

1" WIDE ELASTOMERIC INSULATION
FINAL JACKET

VAPOR BARRIER
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